Assembly Instructions:

1. Wire Receptacle Assembly, L1 (Hot) to dark screw, L2 (Neutral) to light screw, Green to green Ground Screw.

2. Attach Receptacle Assembly to Cover with #8 Mounting Screws. Use Spacers if supplied.

3. Attach Cover to Box (not shown) with #10 Screws compressing the Gasket (approx. 10-20 in.lbs).