CONDUIT HUB INSTALLATION

D2D/D2L A or S Panelboards are furnished without conduit openings. Drilling of openings for conduit hub installation is subject to the limitations of maximum size and number of openings as well as spacings. Refer to the installation instructions furnished with conduit hubs for proper installation procedure. Main feed conduit entries must comply to requirements of NEC Section 501-4(b).

Note: Crouse-Hinds Myers Hubs, Scr-Stat® Series conduit hubs are recommended for use with D2D/D2L A or S Series Panelboards.

Use wire type and size as required by National Electrical Code and any other applicable standards.

The preferred conduit entrance locations are at the top and/or sides of the terminal housing where more adequate field wiring space is available.